CONTRACTOR TO INSTALL A STAINLESS STEEL 8"X8"X6"
TAPPING SADDLE AND GATE VALVE. THE TAP OF THE
EXISTING 8" WATER MAIN SHALL BE OBSERVED BY THE
ENGINEER AND DCWD PERSONNEL. THE CONTRACTOR
SHALL WORK ALONG WITH THE DCWD TO NOTIFY
RESIDENTS OF WATER UTILITY CLOSURES AND BOIL
NOTICES. THE CONTRACTOR SHALL NOTIFY THE DCWD OF

THE INTENT TO TAP AND COCRDINATE SCHEDULES.

INSTALL:
(1) 6" TEE

(1) 6" GV & VALVE BOX

(1) 6" BLIND FLANGE STYLE PLUG

_/N

NEW 6" SDR 21 (CL200)
PVC WATERMAIN

CONTRACTOR TO MAKE CONNECTION TO
EXISTING 6" WATER MAIN. CONNECTION
APPEARS TO BE ABLE TO BE MADE WITH
A 11.25° FITTING. THE CONNECTION MAY
TAKE MULTIPLE FITTINGS. CONTRACTOR
MUST FIELD VERIFY BEFORE ORDERING
FITTINGS. THE TOWN SHALL NOT BE
RESPONSIBLE FOR RESTOCKING FEES.
CONTRACTOR TO COORDINATE

CONNECTION WITH DCWD.
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NOTE:

THE DATA GIVEN ON THESE PLANS IS BELIEVED
TO BE ACCURATE, BUT THE ACCURACY IS NOT
THE CONTRACTOR IS RESPONSIBLE
FOR VERIFYING ALL LEVELS, LOCATIONS, TYPES,
AND DIMENSIONS OF THE EXISTING UTILITIES
PRIOR TO CONSTRUCTION.
IS FOUND, WORK SHALL CEASE AND THE ENGINEER
NOTIFIED. WORK MAY CONTINUE UPON ENGINEERS
NOTICE TO PROCEED.
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STANDARD VERTICAL OR HORIZONTAL BEND
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TRENCH SECTION

N.T.S.

LEGEND

+ 3305  EXISTING ELEVATION(#£.03) © TELEVISION PEDESTAL
+ 330  EXISTING ELEVATION(+.05") = MAIL BOX
@ CONCRETE MONUMENT { TRAFFIC SIGN
® IRON ROD /PIPE x LIGHT POLE
® WATER METER - — R/W
® WATER VALVE YN VEGETATION LIMITS
m TELEPHONE PEDESTAL
TREE
EXISTING ASPHALT
EXISTING CONTOURS
PROPOSED ASPHALT
- —  — APPROX. LOCATION OF POWER UTILITY LINE
PROPOSED CONCRETE AAAAAAAAAAA- APPROX. LOCATION OF CABLE UTILITY LINE
............ APPROX. LOCATION OF PHONE UTILITY LINE

PROPOSED ABC

PROPOSED CONTOURS

PROPOSED N—12 SOLID WALL PIPE

PROPOSED RIPRAP

PROPOSED CURB BOX

PROPOSED CURB & GUTTER

PROP. EL. SHOT

PROPOSED SPILLWAY CURB

FOR USE IN PAVED AREAS

FOR USE IN UNPAVED AREAS
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PIPE SIZE ROD SIZE
UNDISTURBED EARTH 4" THRU 6" #4
8" THRU 10" #6
NOMINAL |SLEEVE 0.D. RANGE CATALOG NUMBER APPROX
PIPE SIZE (INCHES) SLEEVE BY BRANCH WEIGHT
NUMBER SIZE ()
4.40 - 4.60 SST - 4.60 .
4" 470 - 490 SST - 4.90 5 FLG. 284
5.10 - 5.30 SST - 5.30 X 4 FLG. 30¢
" 6.60 — 7.00 SST — 7.00 3" FLG. 36
6 6.90 — 7.30 SST - 7.30 X 4" FLG. 38
7.10 — 7.50 SST - 7.50 6" FLG. 454
7.90 - 8.30 SST - 8.30 .
" 8.62 - 9.06 SST - 9.06 X m_. “% »m“
8 9.20 - 9,80 337 - .60 o fo. i
9.90 - 10.30 SST - 10.30 8" FLG. i
3" FLG. G“
" 10.73 - 11.13 SST - 11.13 4" FLG. 48
10 11.06 — 11.45 SST - 11.45 X 6" FLG. 554
11,79 - 12,18 SST - 12.19 8" FLG. 704
10" FLG. 8o
12,75 x 12 3" FLG. 50,
12.45 ~ 1285 T -1zes 4" FLG. 52
12" 12.90 - 13.30 Ll H X 6" FLG. 60#
13.16 - 13.56 SST - _u.mo 8" FLG. 81#
13.40 - 13.80 T 8 10" FLG. 96;
13.98 - 14.38 SST - 14.38 12" FLG. 143§
TR ]
15.20 — 15.60 SST - 15.60 * FLo.
14” 15.80 - 16.20 SST - 1820 X 6 Fa. w:-
16.38 - 16.78 SST - 16.78 10" FLG. a5,
12" FLG. 1543
17.15 — 17.55 SST — 17.55 3" FLG. qmm
17.40 — 17.80 SST - 17.80 4" FLG. 80,
» 17.55 — 17.95 SST - 17.95 X 6" FLG. 85,
16 17.85 — 18.25 SST - 18.25 8" FLG. 100
18.58 — 18.98 SST - 18.98 10” FLG. 115
19.30 - 19.70 SST - 19.70 12" FLG. 172
0 7
19.80 — 20.20 SST - 20.20 » FLG.
18” 20.20 - 20.60 SST - 20.60 X m.. ﬂ.% ._o_mu*
21.00 - 21.40 SST — 21.40 B.Ae 11
12" FLG. 191
e 7
20” 31:9 - 7230 ST C 250 X 6. e, 89
22.30 - 22.70 SST - 22.70 & Fie. 94
12" FLG. 205
3" FLG. 85,
23.30 — 23.70 SST - 23.70 4" FLG. 87,
24” 23.80 - 24.20 SST - 24.20 X 6" FLG. 204
25.60 — 26.00 SST - 26.00 8" FLG. 100#
26.10 — 26.50 SST - 26.50 10" FLG. 145
12" FLG 230

TYPICAL TAPPING SLEEVE Umﬁﬁb

ROMAC INDUSTRIES, INC. "SST” STAINLESS STEEL TAPPING SLEEVE

, PLLC

Ineering
CIVIL ENGINEERING SERVICES

FIRM LICENSE NO.: P-0929

JANLALF 2645 @CHARTERNET - 4721 W, ECKNER 5T, KITTY HAVWK, NC - (252) 489-714%
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